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South- no windows level 3. windows installed level 2
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West- North sector
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North levels 3 & 4
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East
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Roof
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Courtyard looking North
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Site Southwest corner
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Air handler room Plenum
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Main electric room
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Emergency Generator

IMG_5570.JPG
Chiller pump room

IMG_5631.JPG
Boiler room
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Cooling tower

IMG_5537.JPG
Aquaria seawater support area level P

IMG_5573.JPG
Tech tank support level 1

IMG_5580.JPG
Tech tank support level 2
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Tech tank
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Bottom of tech tank

IMG_5619.JPG
Tech tank lowest level South

IMG_5571.JPG
Typical level 1 room
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IMG_5558.JPG
Level 1 Aquaria

IMG_5560.JPG
Level 1 loading dock

IMG_5582.JPG
Level 2 South  office area

IMG_5641.JPG
Level 3 (A-F)(9-12) Boomerang
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IMG_5655.JPG
level 3 (W5-W2) (4-5) area 6

IMG_5668.JPG
level 3 North office area area 1

IMG_5706.JPG
Water test on tech tank roof

IMG_5707.JPG
Water test on 4th level planter area
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IMG_5712.JPG
Level 4 (E-F)(8-4) East area 4 & 6

IMG_5720.JPG
Level 4 typical room (W5-W2)(8-3) East areas 6,4 & 2

IMG_5730.JPG
Level 4 North office area (1-3)(C-G)

IMG_5766.JPG
Tower crane removed on 20111217 & 18
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