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Water connection for flushing building water, heating & cooling lines

IMG_6759.JPG
Entry ramp duct installation

IMG_6760.JPG
Sea going equipment room

IMG_6761.JPG
Coorridor level 1
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IMG_6762.JPG
Aquaria

IMG_6763.JPG
Level 1 specimen room

IMG_6764.JPG
Loading dock

IMG_6765.JPG
Freezer 119
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IMG_6766.JPG
Loading dock

IMG_6768.JPG
Controls  Rm 115 electronics lab

IMG_6769.JPG
Boilers with no flue connections

IMG_6771.JPG
Boiler flue connection poiint
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IMG_6774.JPG
Water testing and preparing to flush domestic water lines

IMG_6775.JPG
Connection for flushing chiller lines.  Lines have been filled

IMG_6776.JPG
Water supply hose for filling and flushing water , heating & cooling lines

IMG_6777.JPG
level 1 tech tank
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IMG_6780.JPG
Lower level tech tank

IMG_6781.JPG
Tech tank

IMG_6784.JPG
Preparing drain sumps in tech tank for waterproofing

IMG_6788.JPG
Typical floor flash
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IMG_6789.JPG
Tech tank support level 2

IMG_6791.JPG
Set Frac tanksin level 2 tech tank support

IMG_6793.JPG
level 2 South offices (aka Tuna Commisiion)

IMG_6794.JPG
Typical office fronts level 2
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IMG_6795.JPG
Office front track plates

IMG_6796.JPG
Cooling tower

IMG_6797.JPG
Cooling tower duct not connected

IMG_6800.JPG
level 3 South end of East coutyard by stair 2
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IMG_6802.JPG
Boomerang level 3

IMG_6803.JPG
Boomerang level 3

IMG_6805.JPG
South courtyard

IMG_6807.JPG
Plaza
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IMG_6808.JPG
Plaza

IMG_6809.JPG
North side boomerang

IMG_6801.JPG
North coutyard

IMG_6810.JPG
North courtyard
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IMG_6812.JPG
North courtyard

IMG_6813.JPG
Level 3 North office area

IMG_6815.JPG
Mock up room

IMG_6816.JPG
Mock up room
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IMG_6817.JPG
Mock up room

IMG_6818.JPG
Level 3 typical East lab

IMG_6819.JPG
Plywood protection from earth at level 3 East labs

IMG_6820.JPG
Level 3 office are on West side of East Courtyard
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IMG_6821.JPG
Level 4 lunchroom area

IMG_6823.JPG
West side of East courtyard on level 4

IMG_6824.JPG
East side of East courtyard on level 4

IMG_6826.JPG
Lunch area
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IMG_6827.JPG
From planter looking at plaza level 4

IMG_6828.JPG
Plaza level 4

IMG_6829.JPG
Looking at Director's area from planter

IMG_6830.JPG
South courtyard
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IMG_6831.JPG
Level 4 lab area East

IMG_6834.JPG
Level 4 North office area

IMG_6840.JPG
Stucco installation on Northside West end level 4

IMG_6689.JPG
Soil nail wall East side - wall C top lift
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IMG_6700.JPG
Aquaria piping

IMG_6706.JPG
Soil nail pull out test

IMG_6710.JPG
Penthouse

IMG_6712.JPG
East looking West
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IMG_6716.JPG
East side

IMG_6717.JPG
East side

IMG_6719.JPG
Northeast corner

IMG_6720.JPG
Final coat Stucco istallation
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IMG_6863.JPG
Stucco

IMG_6880.JPG
Solar panel clips
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